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GENERAL NOTES:
1,

CONTRACTOR.

CONTRACTOR TO VERIFY AND CONFIRM ALL MEASUREMENTS AND QUANTITIES BEFORE
ORDERING. ANY DISCREPANCIES WILL BE AT CONTRACTORS EXPENSE.

2. USE OF CONSTRUCTION STAGING AREA MUST BE COORDINATED WITH THE OWNER.

3. THE CONTRACTOR SHALL CAREFULLY COORDINATE PROJECT TRAFFIC ON THE CENTRAL
WASTEWATER TREATMENT PLANT SITE, WITH OWNER.

4. CONTRACTOR SHALL LIMIT VEHICLE SPEEDS TO A MAXIMUM OF 10 MPH IN AND AROUND THE
CENTRAL WASTEWATER TREATMENT PLANT.

5. TYPICAL DELIVERY TRUCK TRAFFIC ROUTE ROADWAY, TO BE KEPT ACCESSIBLE AT ALL TIMES.

6. TRAFFIC FLOW SUBJECT TO CHANGE TO MITIGATE IMPACTS TO PLANT OPERATIONS.
CONTRACTOR TO USE THE DESIGNATED ROADS AS SHOWN.

7. BLENDED SOLIDS STORAGE TANK SHALL BE OFFLINE AND BYPASSED BY OWNER FOR ENTIRE
DURATION OF PROJECT. ALL PIPING AND INTERNAL TANK SURFACES SHALL BE CLEANED OF
DEBRIS AND INTERNAL TANK WALLS PRESSURE WASHED BY CONTRACTOR. ASSUME 100,000
GALLONS OF RESIDUAL SLUDGE FOR CLEANING ESTIMATE PURPOSES. ALL WASH WATER AND
DEBRIS SHALL BE DISPOSED OF BY THE CONTRACTOR AT THE CITY OF TACOMA DOCK STREET
FACILITY BEFORE PROCEEDING WITH PROJECT. CONTRACTOR TO CONTACT OWNER A
MINIMUM OF FIVE BUSINESS DAYS BEFORE DISPOSING OF DEBRIS AT DOCK STREET FACILITY.
CONTRACTOR IS RESPONSIBLE FOR CLEANING UP DOCK STREET FACILITY AFTER USE.
FACILITY IS LOCATED AT 2301 EAST B STREET, TACOMA WA 98421

8. OWNER RETAINS RIGHT TO RETAIN PIPING AND EQUIPMENT REMOVED AS PART OF THE BSST
TRANSFER PUMP REPLACEMENT PROJECT. CONTRACTOR SHALL COORDINATE WITH OWNER
BEFORE DISPOSING OF PIPING AND EQUIPMENT

9. OWNER WILL BE CONDUCTING INTERNAL TANK INSPECTION AFTER TANK IS CLEANED BY
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ISSUED FOR
CONSTRUCTION

AT FULL SCALE
0 A 1

[ ™

(IF NOT 1", SCALE
ACCORDINGLY)

5

CITY OF

Tacoma

FINAL

CHECKED

BY

DATE

CONSTRUCTION

DATE

9/18/2025

SCALE

NONE

DESIGNED

LB

CHECKED

LB

DRAWN

VK

PROJECT NO.

FILE NAME

REVISION

CTP-M-7300

DATE | APPD

-01.DWG

oAby«
AN

-

Raste

§
SIONAL B

&
A

S
4
09/1

CITY OF TACOMA

ENVIRONMENTAL SERVICES DEPARTMENT

ES25-0092F

(o
obo2s

CENTRAL WASTEWATER TREATMENT PLANT
BSST TRANSFER PUMP REPLACEMENT PROJECT
TRAFFIC CONTROL & SITE PLAN

DRAWING NO.

SHEET

GO03

OF

D I

F | G




Docusign Envelope ID: 312978D8-27A5-4F7C-82AA-9331C28B2D69

A | B | | D | E | F | G H
<
o
Z THIS PAGE TO BE PRINTED IN COLOR
x
$
e
Sy
3
3
g GENERAL NOTES.:
1. FOR GENERAL NOTES PLEASE REFER TO SHEET G03.
PLAN NOTES:
1. REMOVE PUMPS, ELECTRICAL EQUIPMENT AND PIPING IN GREEN COLOR
INCLUDING ALL DISCHARGE PIPING AND THE SUCTION PIPING AND ISOLATION
VALVES.
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S )
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GENERAL NOTES:
1. FOR GENERAL NOTES PLEASE REFER TO SHEET G03.

PLAN NOTES:

1.  REMOVE PUMPS, ELECTRICAL EQUIPMENT AND PIPING IN GREEN HATCH
INCLUDING ALL DISCHARGE PIPING AND THE SUCTION PIPING AND ISOLATION
VALVES.

2. REMOVE EXISTING PUMP, PIPING AND CONCRETE PEDESTALS. SEE STRUCTURAL
SHEETS.

3. CONTRACTOR SHALL REMOVE ALL UNUSED PIPE HANGERS, STANCHIONS AND
SUPPORTS.
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REMOVE EXISTING PLUG VALVES, BENDS, TEE'S AND PIPE SECTIONS ON

BLENDED SOLIDS STORAGE TANK PIPING IN GREEN HATCH.

EXISTING STAINLESS STEEL GAS LINE TO BE PROTECTED IN PLACE OR REMOVED
AND REINSTALLED DURING DURATION OF PROJECT.

CONTRACTOR TO REUSE PUMP CONTROL PANELS PER ELECTRICAL SHEETS.
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ASSET TAG PREFIXES GRD GRINDER SCR SCREEN PIPE MATERIAL CODES
ACT ACTUATOR HMI HUMAN MACHINE INTERFACE SEP SEPARATOR " ASBESTOS CEMENT PIPE
APL ALARM PANEL HRN HORN SKD SKID BRK BRICK
ARV AIR RELIEF VALVE HTR HEATER SKM SKIMMER BZ BRONZE
AS AR SWITCH HTX HEAT EXCHANGER SLT SWIVEL LOADING TUBE 5900 POLYVINYL CHLORIDE (C900)
AUG AUGER ISB INTRINSIC SAFETY BARRIER SPR SPRAYER CIPP CURED IN PLACE THERMOSETTING RESIN SEWER PIPE
AZS ANALYZER I CURRENT TRANSMITTER SRV SURGE RELIEF VALVE CPVC CHLORINATED POLYVINYL CHLORIDE
BBL BUBBLER PANEL JT POWER INDICATING TRANSMITTER STC SECTIONALIZING CABINET cU COPPER
BCH BATTERY CHARGER LC LEVEL CONTROLLER STR STRAINER DI DUCTILE IRON
BDR BLENDER LCP LOCAL CONTROL PANEL SWG SWITCHGEAR DI-CML DUCTILE IRON (CEMENT MORTAR LINED)
BFP BACKFLOW PREVENTER LDR LADDER Tl TEMPERATURE INDICATOR DI-GL DUCTILE IRON (GLASS LINED)
50D BUILDING L| LEVEL INDICATOR TIT TEMPERATURE INDICATING TRANSMITTER - POLYVINYL CHLORIDE (FOLD IN FORM)
BLR BOILER LIC LEVEL INDICATING CONTROLLER TKR THICKENER FRP FIBERGLASS REINFORCED PLASTIC
LW BLOWER LIT LEVEL INDICATING TRANSMITTER TNK TANK HDPE HIGH DENSITY POLYETHYLENE
BR BATTERY RACK LP 1207208 POWER PANEL TRP TRAP HDPE-PW HIGH DENSITY POLYETHYLENE (PROFILE WALL; SPRIROLITE & WEHOLITE)
BRS BRUSH LPDC LOW VOLTAGE DC PANEL TSH TEMPERATURE SWITCH HIGH ey SRESTRESSED CONGRETE CYLINDER PIPE
8UR BURNER LSH LEVEL SWITCH HIGH TSL TEMPERATURE SWITCH LOW oE POLYETHYLENE
CAM CAMERA LSL LEVEL SWITCH LOW T TEMPERATURE TRANSMITTER PEX POLYETHYLENE (CROSS-LINKED)
CAP CAPACITOR LT LEVEL TRANSMITTER UPS UNINTERRUPTIBLE POWER SUPPLY LG PLASTIC LINED CONGRETE PIPE
CART PLANT CART LVR LOUVER USS UNIT SUBSTATION PP POLYPROPYLENE
CAV COMBINATION AIR/VACUUM RELIEF VALVE McC MOTOR CONTROL CENTER VAP VAPORIZER PVC POLYVINYL CHLORIDE (D3034)
cC COMMUNICATION CABINET MDR MAG DRIVE vep VENDOR CONTROL PANEL RCP REINFORCED CONCRETE PIPE
CHL CHILLER MH MANHOLE VFD VARIABLE FREQUENCY DRIVE RTPM FIBERGLASS REINFORCED THERMOSETTING POLYMER MORTAR (HOBAS)
CLG COOLING MIT MOISTURE INDICATING TRANSMITTER VLV VALVE RTRP FIBERGLASS REINFORCED THERMOSETTING RESIN
CLR COOLER MM MANOMETER VRV VACUUM RELIEF VALVE RTRP-DW FIBERGLASS REINFORCED THERMOSETTING RESIN DOUBLE WALL
oMP COMPRESSOR MNTS MANUAL TRANSFER SWITCH VS VIBRATION SWITCH ss STAINLESS STEEL
CON CONVEYOR MTR MOTOR VSH VIBRATION SWITCH HIGH STL STEEL (CARBON/BLACK; NON-GALVANIZED)
CPRS CATHODIC PROTECTION RECTIFIER STATION MTS MOTOR STARTER VT VIBRATION TRANSMITTER STL-CML STEEL (CARBON/BLACK; CEMENT MORTAR LINED)
CPL CONTROL PANEL MXR MIXER WSH WASHER STL-CMLC STEEL (CARBON/BLACK; CEMENT MORTAR LINED & COATED)
CPP COPPER PATCH PANEL NJB NETWORK JUNCTION BOX WT WEIGHT TRANSMITTER STL-G STEEL (CARBON/BLACK; GALVANIZED)
CPTS CATHODIC PROTECTION TESTING STATION NSW NETWORK SWITCH XFMR TRANSFORMER STL-GL STEEL (CARBON/BLACK; GLASS LINED)
R CONTROL RELAY PCM PROCESS CONTROL MODULE ZIT POSITION INDICATING TRANSMITTER STLPU STEEL (CARBON/BLACK: POLYURETHANE COATED)
CRN CRANE PCP PNEUMATIC CONTROL PANEL ZS POSITION SWITCH URC UN-REINFORCED CONCRETE PIPE
cYC CYCLONE PDIT PRESSURE DIFFERENTIAL INDICATING ZS0C POSITION SWITCH OPEN CLOSE VCP VITRIFIED CLAY PIPE
DISC DISCONNEGT TRANSMITTER ZT POSITION TRANSMITTER WOD WOOD
Pl PRESSURE INDICATOR
DIV DIVERTER PIC PRESSURE INDICATING CONTROLLER opE
DMC DC MOTOR CONTROLLER PIR POLYMER INJECTION RING SERVICE OTHER PAINT PIPE LABEL
DOR ROLL-UP DOOR LABEL ON SERVICE DEVOE PAINT COLOR CODE PIPE FIELD LABEL LABEL
PIT PRESSURE INDICATING TRANSMITTER DRAWINGS COLOR CODE COLOR TEXT
DPR DAMPER PLC PROGRAMMABLE LOGIC CONTROLLER COLOR
DRY DRYER = SUMP SOLIDS
EL EMERGENCY LIGHT BLENDED SLUDGE (DOWNSTREAM OF BLENDED SOLIDS
PMS POLYMER MIXING SYSTEM
- CMERGENGY LIGHTING SYSTEM = . BSL STORAGE TANK AND UPSTREAM OF AEROBIC DIGESTERS) | DC7470 CHOCOLATE BROWN | RODDA TS13C6290 BLENDED SOLIDS YELLOW | BLACK
EWS EMERGENCY WASH STATION PRM PROFIBUS REPEATER MODULE MISCELLANEOUS EQUIPMENT
FA FLAME ARRESTOR PRS PRESS - EQUIPMENT BASES OR PLATFORMS ANSI 61 GRAY RODDA TS14C8457 NA NA NA
FAM FIRE ALARM MODULE —— NETWORK PORT S UBINGS AN TANKE
FAN FAN
PRV PRESSURE RELIEF VALVE - BUILDING PROCESS SPACE FLOORS IM GRAY RODDA TS14B8426 NA NA NA
i FLOWINDICATOR PSH PRESSURE SWITCH HIGH COATING TYPE PER APPLICATION
FIT FLOW INDICATING TRANSMITTER — SRESSURE SWITCH LOW
D FLIGHT DRIVE INTERIOR PIPING NON-INSULATED URETHANE
PSU POWER SUPPLY UNIT
FLM FLOW METER PROCESS SPACE EXTERIOR PIPING NON-INSULATED URETHANE
PT PRESSURE TRANSMITTER
FLT FILTER PROCESS SPACE FLOORS URETHANE (ANTI-SLIP ADDITIVE OPTIONAL)
PVR PRESSURE & VACUUM RELIEF VALVE
A I, ROV REMOTE CONTROL MODULE TOTE}%NTACT CITY FOR ANY SERVICES NOT SHOWN ON SCHEDULE
FSH FLOW SWITCH HIGH . .
- L OW SWITCH LOW RCP HVAC HOT WATER RECIRCULATION PUMP 2. CONTRACTOR SHALL APPLY URETHANE COATING SYSTEM ON PIPING PER PLANS IN ACCORDANCE WITH SCHEDULE ABOVE AND MANUFACTURERS RECOMMENDATIONS,
RIO REMOTE 10 MINIMUM 25 MILS TO MAXIMUM 40 MILS DFT INTERIOR AND EXTERIOR PIPING.
FT FLOW TRANSMITTER RNG RAIN GAUGE 3. THIS TABLE SHOWS THE COLORS TO BE USED FOR VARIOUS SERVICES. CONTRACTORS SHALL CONTACT THE CITY PRIOR TO PURCHASING ANY PAINT TO VERIFY TYPE OF
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