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TELECOMMUNICATIONS
POLE

1. UTILITIES SHOWN ON THE PLAN AND PROFILE VIEW ARE
APPROXIMATE LOCATIONS FROM BEST AVAILABLE INFORMATION
AND MAY BE INCOMPLETE.  UTILITY CROSSINGS ARE ONLY SHOWN
ON THE PROFILE VIEW IF POTHOLE OR RECORD DRAWING
ELEVATIONS ARE AVAILABLE.  THE CONTRACTOR SHALL BE
RESPONSIBLE FOR LOCATING AND PROTECTING ALL EXISTING
UTILITIES. CALL TWO BUSINESS DAYS BEFORE YOU DIG
(1-800-424-5555) OR VISIT ONLINE WWW.CALLBEFOREYOUDIG.ORG.

2. ALL SIDE SEWERS SHALL BE 6” DIAMETER UNLESS OTHERWISE
STATED IN THE PLANS.  THE SIDE SEWER PIPE MATERIAL SHALL BE
IN ACCORDANCE WITH CITY OF TACOMA SPECIAL PROVISION 7-18.
IF A SIDE SEWER IS LOCATED WITHIN 10’ OF A WATER SERVICE, THE
CONTRACTOR SHALL USE SOLID WALL PVC PRESSURE PIPE PER
SECTION 7-18.3(1) OF THE CITY OF TACOMA SPECIAL PROVISIONS.

3. THE STATIONING PROVIDED IN THE SIDE SEWER TABLE IS
ESTIMATED BASED ON THE VIDEO INSPECTION OF THE MAIN. THE
LOCATION OF THE SIDE SEWER IS UNKNOWN PAST THE
CONNECTION AT THE EXISTING MAIN.

4. AT A MINIMUM, REPLACE SIDE SEWERS TO THE EDGE  OF THE
PAVEMENT OR GRAVEL RESTORATION AND IN ACCORDANCE WITH
GENERAL NOTE NO. 5 OR 6, WHERE APPLICABLE. CONNECT TO THE
EXISTING SIDE SEWER.

5. IN PAVED STREETS WHERE A CLEANOUT IS IDENTIFIED TO BE
INSTALLED, EXTEND THE REPLACEMENT OF THE SIDE SEWER PER
THE FOLLOWING:
A. TO 2’ FRONT OF EXISTING SIDEWALK WHERE SIDEWALK IS NOT 
    BEING REPLACED; OR
B. TO 2’ BACK OF NEW SIDEWALK WHERE SIDEWALK IS
   BEING REPLACED; OR

C. TO 2’ BACK OF PROJECTED SIDEWALK WHERE NO
  SIDEWALK CURRENTLY EXISTS; OR

D. AS DIRECTED BY THE ENGINEER.

IF THE CLEANOUT LOCATION INTERFERES WITH EXISTING
IMPROVEMENTS NOT IDENTIFIED FOR REPLACEMENT, SUCH AS CURB
AND GUTTER, DRIVEWAYS, OR MATURE LANDSCAPING, ELIMINATE THE
CLEANOUT AND REPLACE THE SIDE SEWER TO THE EDGE OF THE
PAVEMENT OR GRAVEL RESTORATION.

6. IN ALLEYS WHERE A CLEANOUT IS IDENTIFIED TO BE INSTALLED,
EXTEND THE REPLACEMENT OF THE SIDE SEWER TO THE NEW
CLEANOUT.  THE NEW CLEANOUT SHALL BE LOCATED IN THE RIGHT
OF WAY 2’ FROM THE PROPERTY LINE OR AS DIRECTED BY THE
ENGINEER.
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E: 1159647.36

300
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307

L2

C1

L4
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SBM IN SIDEWALK
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N: 1159727.27
EL: 11.12

SURVEY CONTROL
POINT NO.

300
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303

304

306

DESCRIPTION

XC BW

RR SPIKE

MAG

MAG BW

MAG

NORTHING

706795.70

706595.63

706813.78

706945.66

707088.65

EASTING

1159746.65

1159768.99

1159859.63

1159705.01

1159619.87

ELEVATION

11.30

11.32

14.59

10.91

10.87

ALIGNMENT LINE TABLE
LINE NO.

C1

L1

L2

L3

L4

LENGTH

184.45'

98.92'

176.51'

52.04'

88.08'

DIRECTION

N16°42'23"W

N7°21'44"W

N7°21'44"W

N7°21'44"W

N23°30'09"W

START POINT

N: 706771.46
E: 1159729.91

N: 706446.69
E: 1159771.87

N: 706544.79
E: 1159759.20

N: 706719.85
E: 1159736.58

N: 706949.42
E: 1159682.48

END POINT

N: 706949.42
E: 1159682.48

N: 706544.79
E: 1159759.20

N: 706719.85
E: 1159736.58

N: 706771.46
E: 1159729.91

N: 707030.19
E: 1159647.36

ALIGNMENT CURVE DATA
CURVE NO.

C1

RADIUS

959.78'

LENGTH

184.45'

DIRECTION

N14°55'22"W

START POINT

N: 706771.46
E: 1159729.91

END POINT

N: 706949.42
E: 1159682.48
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EXISTING GRADE

NEW 321 LF 12" Ø PVC, SDR-35 STM PIPE @ 0.20%

EX 8" SAN

EX SAN MH
STA 101+51.34, 8.85' RT

RIM 10.82
I.E. IN 0.36 (8" W)
I.E. IN 0.36 (8" E)
I.E. IN 0.31 (8" N)

I.E. OUT 0.26 (8" S)

EX 10" STM

EX STM MH
STA 100+25.09, 3.17' LT
RIM 10.63
I.E. IN 5.68 (8" E)
I.E. IN 5.68 (8" W)
I.E. IN 5.64 (12" N)
I.E. OUT 5.53 (10" S)
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PROVIDE AND MAINTAIN INLET PROTECTION FOR THE
DURATION OF THE WORK.

REMOVE AND REPLACE ASPHALT PAVEMENT IN ACCORDANCE
WITH COT STANDARD PLAN SU-15A.

MANHOLE TYPE 3 TO BE INSTALLED PER COT STD PLAN NO.
SU-19 WITH FRAME AND COVER PER COT STD PLAN SU-21 AND
SU-22.

CONNECT NEW PIPE TO EXISTING STRUCTURE.

PROVIDE TEMPORARY PAVEMENT MARKINGS WHERE EXISTING
STRIPING IS DISTURBED. MATCH EXISTING LINE TYPE.

CONSTRUCTION NOTES:
1

2

3

4

5

I.E. IN 5.64 (12" N) (SAND COLLAR CONNECTION)

4

2
2

1

1
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7.
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7.
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GENERAL NOTES:

1. UTILITIES SHOWN ON THE PLAN AND PROFILE VIEW ARE
APPROXIMATE LOCATIONS FROM BEST AVAILABLE
INFORMATION AND MAY BE INCOMPLETE. UTILITY CROSSINGS
ARE ONLY SHOWN ON THE PROFILE VIEW IF POTHOLE OR
RECORD DRAWING ELEVATIONS ARE AVAILABLE. THE
CONTRACTOR SHALL BE RESPONSIBLE FOR LOCATING AND
PROTECTING ALL EXISTING UTILITIES. CALL TWO BUSINESS
DAYS BEFORE YOU DIG (1-800-424-5555) OR VISIT ONLINE
WWW.CALLBEFOREYOUDIG.ORG.
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FOSS HARBOR
903 TO 921

IIIIII
II

NEW 12" STM
STMH 2

102+00 103+00
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102+00 103+00 104+00

NEW 189 LF 12" Ø DI CL. 50 STM PIPE @ 0.20%

EXISTING GRADE

STMH 2
NEW STM MH 48" Ø TYPE 3

STA 103+46.45, 1.79' RT
RIM 10.97

I.E. IN 6.38 (12" N)
I.E. OUT 6.28 (12" S)

EX STM MH (REMOVE)
STA 103+46.45, 1.79' RT

RIM 10.97
I.E. IN 2.92 (10" N)
I.E. IN 3.02 (10" W)

I.E. OUT 2.67 (12" E)

EX 8" SAN
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CONSTRUCTION NOTES:
1

2

3

4
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GENERAL NOTES:

1. UTILITIES SHOWN ON THE PLAN AND PROFILE VIEW ARE
APPROXIMATE LOCATIONS FROM BEST AVAILABLE
INFORMATION AND MAY BE INCOMPLETE. UTILITY CROSSINGS
ARE ONLY SHOWN ON THE PROFILE VIEW IF POTHOLE OR
RECORD DRAWING ELEVATIONS ARE AVAILABLE. THE
CONTRACTOR SHALL BE RESPONSIBLE FOR LOCATING AND
PROTECTING ALL EXISTING UTILITIES. CALL TWO BUSINESS
DAYS BEFORE YOU DIG (1-800-424-5555) OR VISIT ONLINE
WWW.CALLBEFOREYOUDIG.ORG.

(PLUG)(ABANDON WITH CDF)

(PLUG)(ABANDON WITH CDF)
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PROVIDE AND MAINTAIN INLET PROTECTION FOR THE
DURATION OF THE WORK.

REMOVE AND REPLACE ASPHALT PAVEMENT IN ACCORDANCE
WITH COT STANDARD PLAN SU-15A.

MANHOLE TYPE 3 TO BE INSTALLED PER COT STD PLAN NO.
SU-19 WITH FRAME AND COVER PER COT STD PLAN SU-21 AND
SU-22.

CONNECT NEW PIPE TO EXISTING STRUCTURE.

PROVIDE TEMPORARY PAVEMENT MARKINGS WHERE EXISTING
STRIPING IS DISTURBED. MATCH EXISTING LINE TYPE.
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STMH 3
NEW STM MH 48" Ø TYPE 3

STA 105+35.31, 2.69' RT
RIM 10.51

I.E. IN 6.86 (8" N)
I.E. IN 6.86 (8" W)

I.E. OUT 6.76 (12" S)EXISTING GRADE

EX STM MH (REMOVE)
STA 105+35.31, 2.69' RT

RIM 10.51
I.E. IN 4.16 (8" W)

I.E. IN 4.16 (10" N)
I.E. OUT 4.11 (10" S)

EX 8" SAN

NEW 24 LF 8" Ø DI CL. 50 STM PIPE @ 0.20%
NEW 17 LF 8" Ø DI CL. 50  STM PIPE @ 0.24%

NEW 189 LF 12" Ø DI CL. 50  STM PIPE @ 0.20%

EX STM CB
STA 105+48.19, 13.09' RT
RIM 9.98
I.E. IN 6.53 (10" E)
I.E. OUT 6.90 (8" S)

EX STM CB
STA 105+49.43, 16.96' LT
RIM 10.05
I.E. OUT 6.91 (8" E)

EX 10" STM (ABANDON)

EX 8" STM (ABANDON)
EX 10" STM (ABANDON)
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EX STM MH (REMOVE)
STA 105+35.31, 2.69' RT

RIM 10.51
I.E. IN 4.16 (8" W)

I.E. IN 4.16 (10" N)
I.E. OUT 4.11 (10" S)

EX 8" STM(ABANDON) EX 10" STM

(ABANDON)

EXISTING GRADE

NEW 24 LF 8" Ø
DI CL. 50 STM PIPE

@ 0.20%

NEW 17 LF 8" Ø
DI CL. 50 STM PIPE
@ 0.24%

EX STM CB
STA 105+49.43, 16.96' LT
RIM 10.05
I.E. OUT 6.91 (8" E)

EX STM CB
STA 105+48.19, 13.09' RT

RIM 9.98
I.E. IN 6.53 (10" E)

I.E. OUT 6.90 (8" S)

STMH 3
NEW STM MH 48" Ø TYPE 3
STA 105+35.31, 2.69' RT
RIM 10.51
I.E. IN 6.86 (8" N)
I.E. IN 6.86 (8" W)
I.E. OUT 6.76 (12" S)
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SW Dock Street Storm Extension
ES26-0103F

ENV-03034-13

6

BID SET ABWMAP

5/6/2026

ENV-03034-13 PS Plan.dwg

DMD

1" = 10'

CITY OF
TACOMA

Horizontal Datum
N.A.D. '83/91

Vertical Datum
N.G.V.D. '29

SCALE: 1" = 

PLAN SCALE

PROFILE SCALE
VERTICAL: 1" =

HORIZONTAL: 1" =

0'

10'

20'15'10'5'5'

10'
5'

M
AT

C
H

LI
N

E 
ST

A 
10

2+
00

 to
 1

04
+0

0 
SE

E 
SH

EE
T 

5

(ABANDON)

5

CONSTRUCTION NOTES:
1

2

3

4

GENERAL NOTES:

1. UTILITIES SHOWN ON THE PLAN AND PROFILE VIEW ARE
APPROXIMATE LOCATIONS FROM BEST AVAILABLE
INFORMATION AND MAY BE INCOMPLETE. UTILITY CROSSINGS
ARE ONLY SHOWN ON THE PROFILE VIEW IF POTHOLE OR
RECORD DRAWING ELEVATIONS ARE AVAILABLE. THE
CONTRACTOR SHALL BE RESPONSIBLE FOR LOCATING AND
PROTECTING ALL EXISTING UTILITIES. CALL TWO BUSINESS
DAYS BEFORE YOU DIG (1-800-424-5555) OR VISIT ONLINE
WWW.CALLBEFOREYOUDIG.ORG.

5

7.
5'

1

2

I.E. OUT 6.91 (8" E) (SAND COLLAR CONNECTION)

I.E. OUT 6.90 (8" S) (SAND COLLAR CONNECTION)

(PLUG)I.E. OUT 7.05 (10" E)

(PLUG)I.E. OUT 6.38(8" S)

I.E. OUT 6.91 (8" E) (SAND COLLAR CONNECTION)
(PLUG)I.E. OUT 7.05 (10" E)

I.E. OUT 6.90 (8" S) (SAND COLLAR CONNECTION)
(PLUG)I.E. OUT 6.38(8" S)

(ABANDON)

(REMOVE)
(REMOVE)

(ABANDON WITH CDF)

(REMOVE)
(REMOVE)

3

4

14

3.5

(PLUG)

(PLUG)
(PLUG)
(ABANDON WITH CDF)

(PLUG) (ABANDON WITH CDF)

(PLUG)
(PLUG)
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PROVIDE AND MAINTAIN INLET PROTECTION FOR THE
DURATION OF THE WORK.

REMOVE AND REPLACE ASPHALT PAVEMENT IN ACCORDANCE
WITH COT STANDARD PLAN SU-15A.

MANHOLE TYPE 3 TO BE INSTALLED PER COT STD PLAN NO.
SU-19 WITH FRAME AND COVER PER COT STD PLAN SU-21 AND
SU-22.

CONNECT NEW PIPE TO EXISTING STRUCTURE.

PROVIDE TEMPORARY PAVEMENT MARKINGS WHERE EXISTING
STRIPING IS DISTURBED. MATCH EXISTING LINE TYPE.
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