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ADDENDUM NO. 02     DATE:  12/08/2025 
 
REVISIONS TO: 
Specification No. PW25-0191F 

Tacoma Police Headquarters HVAC Decarbonization Upgrades 
 
NOTICE TO ALL BIDDERS: 
 
This addendum is issued to clarify, revise, add to or delete from, the original specification 
documents for the above project.  This addendum, as integrated with the original specification 
documents, shall form the specification documents.  The noted revisions shall take precedence 
over previously issued specification documents and shall become part of this contract. 
 
 
REVISIONS TO THE SUBMITTAL DEADLINE: 
 
The submittal deadline remains the same.   
 
 
REVISIONS TO THE SPECIFICATIONS: 
 
Item 01: Page 209, entitled “Part 3 – EXECUTION”, in Section 01 22 00 of the specification is 
hereby deleted from the specification as it is not applicable to the project. The remaining 
sections of this specification remain in force.  
 
REVISIONS TO THE PLANS: 
 
Item 01: We have included the as-built control drawings to better clarify the existing on-site 
control system conditions. The release of these drawings is for information purposes only and 
the contractor is responsible for completing their own due diligence and verification of on-site 
conditions. These drawings represent the state of the controls system upon its’ original 
installation and the city makes not warranties or guarantees, expressed or implied, that the 
system remains in its original state. The contractor is responsible for verifying all information to 
their satisfaction before submitting a bid. The reference only plans/shop drawings and logic 
diagrams are entitled, “1104010 Tacoma Police HQ Controls Part 1 Shop Drawings” and 
“1104010 Tacoma Police HQ Controls Part 2 Logic Diagrams.” 
 
Item 02: Sheet G0.02 has been amended to make adjustments to the phasing schedule and 
calendar. See clouded portion of sheet G0.02 
 
Item 03: Sheet M3.12 Near Grid G/2: Revise the HWS/HWR size callout from ‘3-inch’ to ‘5-
inch’.   
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RESPONSE TO SUBSTITUTION REQUESTS: 
 
Item 01: We have received two substitution requests regarding the controls as specified in 
section 25 50 00. Both substitution requests are for the use of BACNET compliant Schneider 
products. After careful review of the proposed substitution and the information from the 
manufacturer, the available information was found to be inadequate to provide a clear outline of 
the system and its components. Therefore, the Substitution request is hereby rejected and the 
specification section 25 50 00 remains unchanged. Control components must be supplied from 
manufactures listed primarily: Honeywell, Alerton, and Delta 
 
 
 
NOTE:  Acknowledge receipt of this addendum by initialing the corresponding space as 
indicated on the signature page.  Vendors who have already submitted their bid/proposal may 
contact the Purchasing Division at 253-502-8468 and request return of their bid/proposal for 
acknowledgment and re-submittal.  Or, a letter acknowledging receipt of this addendum may be 

submitted in an envelope marked Tacoma Police Headquarters HVAC Decarbonization 
Upgrades, Specification No. PW25-0191F Addendum No. 02.  The City reserves the right to 
reject any and all bids, including, in certain circumstances, for failure to appropriately 
acknowledge this addendum. 
 
 
 
 
 
 
 
  


