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Radio Site BARD Unit Replacements 
 

RFB Specification No. PW26-0144N 
 
All interested parties had the opportunity to submit questions in writing by email to Merry 
Mitchell by August 19, 2026. The answers to the questions received are provided below and 
posted to the City’s website at www.TacomaPurchasing.org:  Navigate to Current Contracting 
Opportunities / Public Works and Improvements Solicitations, and then click Questions and 
Answers for this Specification. This information IS NOT considered an addendum. Respondents 
should consider this information when submitting their proposals. 
 
Question 1: Are the Generators going out for bid on the following one-line drawings? 
 Fire Training Center – 50Kw                 Indian Hills – 60kW  
 Pearl Street – 50kW                             Tacoma Firs – 50kWg 
 
Answer 1:   No, the generators are not being replaced at this time. 

 
Question 2: What is the existing Bard unit information? Model and serial would be 

preferred. 
 

Answer 2:   The existing HVAC units are manufactured by BARD and are model number 
WA602A0ZEX2XXI.  All ten units are WA602 series.  We have five of the serial 
numbers, listed below.  The newer models are slightly taller, so the bottom 
supports will need to be lowered. The WA60 and the new W60AF share the 
same supply and return air openings, so the new unit sets right onto the existing 
wall opening with no sheet metal modifications. Here's the side by side:  
https://acvsac.com/compare/bard_wa602-vs-bard_w60hf  

 
The existing unit Serial 153K001514415-02 decodes to August 2000, built at 
Bard's Madison, Georgia plant, with an 8000-153 compressor. That lines up with 
the WA602 series, and the W60AF is the direct factory replacement for it. The 
legacy page for the existing unit, which has the original spec sheet, installation 
manual, wiring diagram, and parts list all in one place: 
https://www.bardwallmount.com/legacy/wa602-a05  
 
Serial numbers: 
#153K001514415-02 
#153K001508998-02 
#153A011570874-01 
#153K001509003-02 
#153A011570870-01 
 

Question 3: Are we keeping all of the existing thermostats at every site? 
 

Answer 3:   Yes, we are. 
 

Question 4: Would we be able to send a couple guys to each site and knock it out or is 
it more of a 'schedule shutdowns and do one site per day/couple per week' 
sort of deal? 

 
Answer 4:   Unfortunately, no, you will have to be provided access and an escort at all sites 

because of security. 

http://www.tacomapurchasing.org/
https://www.cityoftacoma.org/government/city_departments/finance/procurement_and_payables_division/purchasing/contracting_opportunities
https://www.cityoftacoma.org/government/city_departments/finance/procurement_and_payables_division/purchasing/contracting_opportunities
https://acvsac.com/compare/bard_wa602-vs-bard_w60hf
https://www.bardwallmount.com/legacy/wa602-a05
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Question 5: Would we be able to utilize a forklift (will there be enough space) for 

disconnecting and reconnecting? 
 

Answer 5:   If it can get the unit out safely without causing any damage, then yes. 
 

Question 6: Can you clarify who is purchasing and providing the equipment? 
 

Answer 6:   The contractor is expected to purchase and provide all equipment and materials 
necessary to complete the project. 

 
Question 7: If awarded, will access to the sites be supervised or will we be given a 

key/code? 
 

Answer 7:   Access to the site will be supervised as it requires a badge and gate entry. 
 
Question 8: As far as demo goes, are you looking for us to fully demo and haul away 

the old units or just a cut-and-cap makesafe demo? 
 

Answer 8:   The existing units need to be fully removed and disposed of properly by the 
contractor. The new units are being installed in the same location as the existing 
units, so a cut/cap and makesafe demo doesn’t really work. 

 


